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HOTICE OF QUTAGE OF EQUIPMENT
ARTICLE XXT ~ SECTION 2108.1

USs Reference Number: (09-03R1
BCHD Reference Number: 11523

Date & Time of Breakdown: Date: 07/06/09 Time: 1104 hours
Company WName: U.S. Steel Corporation -~ USS Clairton Works

Specific Equipment Involved or Affected: “p¢ Battery Igniter

Flare
BAPC Permit Number (if applicable):

Location: Clairton, PA

Nature and cause of breakdown: A plugged impulse line leading to
the auto mercold switch malfunctioned and allowed the igniter
flare to open.

Start End Duration Flared
Date Battery Time Time Min. Sec. Yes Ho
07/06/00 B 11:04 11:1¢8 15 Go Yes

Identification of Emissions:

A, Type{s}) (CO, NOX, 80,, Particulates, Hydrocarbons, ato.)
Released products of combustion of Coke Oven Gas.

B. Toxic gualities of each type (including its gualities as an
irritant, and its potential for causing illness, disability,
or mortality). Eye, Nose and Throat Irritant.

C. aAmount of sach type emitted {or likely to be emitted).
Moderate

Measures taken {or to be taken) to minimize length of breakdown
and amount of emissions, including shutdown or curtailment (or
why it is impossible or impractical to do g0} .

The flare was manually closed. The problem was resclved and the
avtomaltlc system was available for service.

Facility back in operation ~ Gate:‘ﬁ?fﬁﬁf@Q Time: 11198 hours
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Brvan M. Kresak
Environmental Control Engineer Phone: 412-233-1468
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